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Abstract—In the present work, a novel circulating desiccant 

air dehumidifier is numerically and experimentally investigated. 

Experimental tests and numerical analysis are conducted to 

investigate the adsorption and desorption processes in fluidized 

and packed bed columns which are connected via two inclined 

tubes. The dehumidification process occurs in the packed bed 

and regeneration process is carried out in the fluidized bed. Silica 

gel is used as a working desiccant, and its flow rate is controlled 

using manual valves. The experimental setup is designed, 

constructed and described. Silica gel is transferred continuously 

by gravity to the fluidized bed and particles fluidization to the 

packed bed. A simulation computer code was developed to 

predict the performance of the system and analyze its sensitivity 

to the main operating parameters. Results show that when 

applying intercooling between the two columns a significant 

improvement in adsorption process is observed. A satisfactory 

regeneration rate is confirmed at a regeneration temperature of 

   oC. The adsorption and desorption rates are dependent on the 
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initial humidity of air. It was found that circulation rate is 

optimal when the bottom valve opening is 30 %. In the proposed 

system, continuous processes of adsorption and desorption and 

steady state moisture transfer rate during these processes are 

achieved.  

 

NOMENCLATURE 

A          Cross section of area, m
 
 

a          Specific surface area of the bed,  m
 
/m

 
 

c          Specific heat,  kJ/kg.k 

dz        Element height,  m 

g          Gravitational constant, m/s
 
 

h          Heat transfer coefficient, W/m
 
.k 

H        Height, m 

hm       Mass transfer coefficient, Kg/m
 
.s 

L         Length, m 

ṁ        Mass flow rate, kg/s 

m        Weight, kg  

qA        Heat of sorption, kJ/Kgw 

P         Pressure, pa 

T      Temperature, 
o
C 

 t      Time, sec 

 u     Velocity,  m/s 

uo     Minimum fluidization velocity, m/s 
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فً هزا انؼًم حى ػًم دساست ػًهيت وػذديت  نًجفف هىاء دواس يبخكش. الاخخباساث -:انًهخص انؼشبي 

فً  (Desorption)( والإديضاص Adsorptionانؼًهيت وانخحهيلاث انؼذديت أجٌشيج نبحذ ػًهيخً الإيخضاص)

ػًهيت َضع انشطىبت ححذد فً  ػًىدي انًهذ انًؼبأ وانًهذ انًًيغ حيذ يشحبطاٌ بىاسطت إَبىبخيٍ يائهخيٍ.

حى اسخخذايها  كًادة ياصت فً  يادة انسيهيكا جم .ححذد فً انًهذ انًًيغ انًهذ انًؼبأ وػًهيت اػادة انخىنيذ

ووصفه حى حصًيى انجهاص انخجشيبً وإَشائه  .يتهزا انؼًم، وحى انخحكى فً يؼذل سشياَها بىاسطت صًاياث يذو

 Particleبانخفصيم. حُخقم انسيهيكا جم باسخًشاس بانجاربيت انً انًهذ انًًيغ، وبىاسطت حًييغ انجسيًاث )

fluidization انً انًهذ انًؼبأ. حى ػًم يحاكاة ببشَايج كًبيىحش نهخُبؤ بأداء انُظاو وححهيم حساسيخت )

لأساسيت. أظهشث انُخائج أَه ػُذ اسخخذاو يبشد بيًُ بيٍ انؼًىديٍ وجىد ححسيٍ يهحىظ نًخغيشاث انخشغيم ا

. وأٌ يؼذل الايخضاص oC 09يؼذل اػادة حىنيذ يشضيا بصىسة يؤكذة ػُذ دسجت حشاسة  فً ػًهيت الايخضاص.

ػُذيا حكىٌ  فخحت والاديضاص يؼخًذ ػهً سطىبت انهىاء الابخذائيت. كًا وجذ اٌ يؼذل إػادة انخىنيذ يثانً 

. فً انُظاو انًقخشح، حى اخخباس ػًهيت الايخضاص والاديضاص ويؼذل اَخقال انشطىبت فً %09انصًاو انسفهً 

 انحانت انًسخقشة خلال هزة انؼًهياث وحى ححقيقت
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w      Silica gel water content, Kgw/kgds 

z       Axial position in the bed, m 

 

 

GREEK LETTERS 

μ        Air Dynamic viscosity, N.s/m
 
 

ω        Specific humidity of air, gv/kga 

𝜈         Air Kinematic viscosity, m
 
/s 

𝜌        Air Density, kg/m
 
 

𝜺b       Porosity 

𝜺o           Porosity at minimum fluidization  
 

 

SUBSCRIPTS 

a       Air  

f        Fluidized 

i        Initial  

o       Outlet  

r              Regenerator 

s              Silica gel 

v Vapor 

Ρ             Packed bed 
 

 

ABBREVIATIONS 

Ad  Adsorption process 

da  Dry air 

De   Desorption process 

ds   Dry silica gel 

Op.  Opening 

Re  Reynolds number 

RH  Relative humidity, % 

S  Silica gel 

Sat  Saturation  

Vl  Valve  

Pr       Particle 

 

I. INTRODUCTION 

IR dehumidification is one of the most important 

processes for many practical applications like air 

conditioning [1], air drying [2], solar cooling [3] 

and water production from atmospheric air [4-5]. Desiccant 

dehumidification systems are considered good alternative for 

the commonly used air-conditioning systems that can offer 

reduction in energy consumption. The drying process 

contributes approximately 12% of the total energy used in 

industrial sectors worldwide [6]. Desiccant materials can be 

liquid or solid. For liquid, a deliquescent material such as 

calcium and lithium chlorides perform absorption, while solid 

desiccants can be either polymer sorbent or a porous material 

such as silica gel, alumina silicate and zeolite. Many 

desiccant-dehumidifiers have been investigated including a 

solid-packed bed [7] rotating honeycomb [8] and a fluidized 

bed [9]. Air-solid fluidized beds, in which solid particles are 

fluidized by a air injected from the bottom, have been used 

extensively in chemical, petrochemical, metallurgical, food 

and pharmaceutical industries. One of the advantages of 

fluidized bed is the high rates of heat and mass transfer 

between the air and particles compared with other modes of 

contact [10]. A fluidized bed is also characterized by a 

uniform temperature throughout, unlike fixed bed.  

This can be very useful in increasing desorption of the 

sorbent in a desiccant chamber. The efficiency of the process 

is improved when the desiccant has a high moisture capacity 

and a large surface area [11]. 

In a two-bed system the fluidized desiccant is circulated 

continuously between the two chambers by spiral tubes with 

geared motors [12], or by transferring from chamber to 

another by gravity. The sorbent can be circulated due to the 

difference in the air flow velocity between the two chambers. 

Reichhold and Hofbauer [13] investigated an internally 

circulating fluidized bed for continuous adsorption and 

desorption, using an inorganic sorbent. Akhiiko and 

Sukmawaty [12] have studied a two fluidization bed system 

with an organic sorbent. Hamed [14] developed a system in 

which an inclined-fluidized bed using silica gel as sorbent. 

Circulation of silica gel occurs in the same tube due to 

inclination and homogenous distribution of moisture 

concentration through the whole tube is approved. Ramzy et al 

[15], investigated an intercooled packed bed to increase the 

utilization of desiccant material in the trailing layers of the bed 

and attain homogenous distribution of moisture concentration 

through the whole bed. 

In this study, a novel double column desiccant 

dehumidification system is demonstrated; blue indicating 

silica gel is used as an adsorbent. A mathematical model for 

heat and moisture transfer is presented and validated. The 

utilization of a simple cooling heat exchanger is investigated.  
 

II. EXPERIMENTAL SETUP AND PROCEDURE 

A schematic diagram of the experimental setup is shown in 

Fig. 1. The setup consists of four main parts; dehumidifier 

(packed bed) and regenerator (fluidized bed) tubes for air 

dehumidification and desiccant regeneration respectively, air 

supply unit (with and without heater), and desiccant cooler. 

The process air supply flows to the dehumidifier and the hot 

air stream enters the regenerator. The dehumidifier (PVC) and 

regenerator (Glass), tubes are connected with two inclined 

tubes; one of them is a desiccant cooler as shown in the figure. 

The dehumidifier tube is a 2" diameter and 80 cm length 

PVC tube, packed with silica gel particles to dehumidify the 

process air. The PVC tube has a rectangular glass window to 

observe the motion of silica gel particles as shown in Fig. 2. 

The regenerator tube is a 2" inch diameter and 150 cm length 

glass tube. The tube is supported in a vertical position and 

contains fluidized silica gel to be regenerated.  

The desiccant cooler consists of two concentric tubes, 

where 2" copper tube inside another 3" PVC tube. The tube 

has two openings in the lower and upper ends for the cooling 

water inlet and exit; respectively, as shown in Fig. 1. The 

lower inclined tube connection is a 60 cm length and 2" 

A 
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diameter PVC tube, to transfer silica gel for regeneration 

purpose. 

The dehumidifier and regenerator tubes are connected with 

two inclined tubes via four Y connections (Y1, Y2, Y3 and 

Y4), as shown in the figure. The Y1 receives the hot air 

entering through a metallic screen from lower end and is 

connected to the regenerator from the top. The Y2 receives the 

process air entering through a metallic screen from lower end 

and is connected to the dehumidifier from its upper end. 

The Y3 is connected to the dehumidifier tube from its 

lower end. The Y4 is connected to the regenerator from its 

lower end. A metallic screen is supported to the upper end of 

Y4 to prevent desiccant particles from flying outside the 

regenerator tube. The upper and lower 2" steel ball valves (5, 

6) are used to adjust the silica gel transfer rate from one 

column to the other. 

Air is supplied from a tank (of a reciprocating compressor) 

to the system. The air is divided into two streams; process air 

which undergoes an adsorption process in the dehumidifier 

tube, while regeneration hot air stream is blown to the 

regenerator column. An electric heater is fitted to the 

regeneration air pipe. The heater is adjusted to control the 

regeneration temperature.  

The electric heater is a heating element of Nickel-Chrome 

coil (01 kW) inside 3" diameter pottery and 40 cm length pipe. 

The heater is covered with glass wool thermal insulation of 

   " thickness and 4" diameter PVC pipe for protection. The 

variac shown in Fig. 2 is used as a temperature controller. Air 

flow rate through the heating coil is controlled with a manual 

valve. The setup is suitably instrumented to measure the 

relative humidity and temperature of the air at the inlet and 

exit of the system. The relative humidity is measured by 

thermal-hygrometers (Testo-435/636) with a time constant < 

10 sec and accuracy of ±2.0 %. 

E-type thermocouples for temperature measurements were 

connected to digi-sense scanning thermometer 12 point 

recorder with accuracy of ± 0.5 . 

The readings of the thermocouples and hygrometer are 

recorded with a sampling rate of 1 sec, using data acquisition 

system. Blue indicating silica gel is used as the desiccant 

material during the experimental tests. The particle density is      

1200 kg/m
 
, and the average particle diameter is 3.5 mm. 

Locations of the hygrometer props and thermocouples are 

shown in Fig 1 

 

 

Fig. 1. Schematic diagram of the experimental setup 

 

III. MATHEMATICAL MODEL 

The energy and moisture conservation equations are 

applied to incremental volume with the tube diameter and 

height dz, of silica gel particles considering the following 

assumptions:  

1. Humid air flow behaves as ideal gas mixture, and 

contains only water vapor as adsorbate. 

2. Moisture diffusion and Heat conduction are neglected 

compared to convective heat transfer. 

3. Air flow stream is uniform and in the axial direction 

only. 

4. Lumped capacitance method is adopted for the energy 

and moisture balances for fluidized bed column. 

5. Porosity along the packed bed is uniform. 

6. The exiting air can be considered in equilibrium with the 

silica gel particles in the packed and fluidized beds. 

   The heat and mass transfer occurs only by forced 

convection.  
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Fig. 2. Photograph of the experimental setup 

 

Equations from (1-4) describe the flow in the dehumidifier 

tube and from (5-6) refers to regenerator tube. 

 Applying the moisture balance equation on the air in the 

volume with column, 
 

     

  
 
    (  )

 ̇ 
(         

 )                                          

 

Where, hm is the mass transfer coefficient, a is the specific 

surface area, A is the cross section area of the column, ωa,z  is 

the specific humidity of the air, ω
*
s is the specific humidity of 

the adjacent air to silica gel particles and ṁa is the air mass 

flow rate. 

Applying the same equation to the silica gel particles,  
 

   

  
 
   (  ) (    

       )

 ̇ 
                                                     

 

Where, wz is the water content of silica gel and ṁs is the 

silica gel mass flow rate. 

For air, if convective heat transfer coefficient is h, the 

energy balance equation can be written as,  
 

       

  
  

  (  ) (         )

 ̇ 
                                                  

 

Where, Ta,z and Ts,z  are the temperatures of air and silica 

gel, ca  and cs  are the specific heats of air and silica gel 

respectively.  

If qA is the heat of sorption, the silica gel energy balance 

equation can be derived as,  
 (      )

  
  

   (  ) (  )

 ̇ 
(    

      )  
  (  )

 ̇ 
(         )   

                                                                                            

The initial and boundary conditions are, at z = 0:  T = Ta, 

and ω = ωa. From isotherm equation (7), suitable assumption 

for w at the bottom of the dehumidifier and     at z=0 can be 

obtained. 

Due to the rapid movement of particles in the fluidized 

bed, the temperature of the bed particles can be considered 

independent of location. Assuming the regenerator is one unit, 

the heat balance equation is written by [16] as,   
 

 
       

        
    (  

     

     

 ̇ 

(    )  
  )                                    

 

Where, Ts is the silica gel temperature after time t, and Tso 

is its initial temperature, Trai is the regenerator hot air 

temperature, (Lf and f ) are the height of bubbling fluidized 

bed and void fraction in regenerator respectively.   

For calculating the water content of silica gel at the 

fluidized bed, variable water content along the bed is 

considered [17]. Therefore the moisture balance equation is, 
 

  

  
 

    

(   )  
(         )                                                 

 

At equilibrium, relative humidity of air, RH can be 

evaluated in terms of temperature, T and water content in 

silica gel w, as given in Ref [18],  
 

        
           

     
     

  
                                                                                               

 

Where c , c , c , c   c  and c  are given by: 

c    - 0.04031298, c    0.02170245,               c  = 

125.470047, c4 = -                          c    15.5223665 and c    
=                     

The heat transfer coefficient, h and the mass transfer 

coefficient, hm are given by [19] as,  
 

        𝜌         
                                                       

          𝜌      
                                                        

 

The values of cs and ca are calculated as [19], 

                                                                          

                  (    )                                           
 

The heat of adsorption, qA is calculated as [19],  

   {
(            )             
(           )                 

                          

 

The value of ω
*

s is calculated as follows, 

    
              (  )

       (  )
                                                          

 

Where, Psat is the saturation vapor pressure.  

Equations from 1 to 13 are solved numerically using finite 

difference method forward scheme using Matlab (R2014b). 

Validation of the mathematical model is carried out by 

comparing the numerical results with the experimental data. 

Since the numerical results are not depending on the element 

height < 10 mm as shown in Table (1), a mesh of 3.5 mm is 

used. 
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TABLE.    

EFFECT OF ELEMENT HEIGHT ON THE SOLUTION 
 

Element height dz, mm Solution 

     Error and not steady 

   Error and not steady 

   not steady 

   No variation 

  No variation 

    No variation 

 

IV. RESULTS AND DISCUSSION 

The performance of the desiccant air dehumidifier during 

adsorption and desorption modes is evaluated by conducting a 

series of experimental tests at different inlet conditions. The 

following parameters are also evaluated and recorded with 

time: 

- Water content in the bed. 

- Vapor pressure in air stream at exit.  

- Rate of adsorption. 

- Rate of desorption. 

- Specific humidity of air. 

The water content of the sorbent is obtained by using the 

linear fitting of equilibrium data for silica gel [0 ]. The air 

flow condition and bottom valve opening in each test is listed 

in Table (2).  

During each test, air inlet and exit parameters are recorded 

with time. Due to the rapid change of air outlet parameters 

during the starting period, measurements are recorded at small 

time intervals of 1 sec. Temperature and humidity of air at the 

dehumidifier exit are used to evaluate the properties of air and 

bed respectively.  
 

TABLE.    
AIR FLOW CONDITIONS AND BOTTOM VALVE OPENING FOR TESTS   -    
 

Test 
Tai, 

oC 

Tr, 
oC 

ai, 

gv/kga 

us, 

cm/min 

uai, 

m/s 

urai, 

m/s 

B
o

tt
o

m
 v

a
lv

e 

o
p

. 
(%

) 

                            

                          

                         

          --         
  

  

            --            

                             

                            

                           

                            

 

carried out at height of the silica gel particles, Hsr = 40 cm. 

Results indicate that the sorption–desorption rates are in 

balance (the amount of water vapor released from desorption 

column  ωrao-ωi), was approximately the same as that adsorbed 

in the sorption column  ωai-ωao). 
 

 

Fig. 3 The specific humidity versus time of (test 1) 

 

Figure 4. a and b shows the results of tests 1 and 3 while 

Table (3) shows the comparison between experimental and 

numerical data at dehumidifier exit for the same tests. It can 

be concluded that the current model predicts the performance 

of adsorption and desorption process in the dehumidifier and 

regenerator with an acceptable agreement. The absolute error 

between experimental measurement of temperature and air 

humidity and numerical solution for them is nearly 0.19 and 

0.1 respectively 

 
TABLE.    

COMPARISON BETWEEN EXPERIMENTAL AND NUMERICAL DATA AT 

DEHUMIDIFIER EXIT. 
 

 ωao (gv/kga) Tao (
oC) Tsi (

oC) 

 Test. 1 

a 

Experimental                

Numerical              

 Test. 3 

b 

Experimental             

Numerical                
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Fig. 4 a (Test 1). 

 

 

 
Fig. 4 b (Test 3) 

Two preliminary tests are carried out without desiccant 

cooling, under the following conditions: Hsr = 40 cm, valve 

opening 30%, Tai =    
o
C, ωai = 6.3 gv/kga, uai= 0.9 m/s, urai = 

    m/s and Tra = 50 and 100
 o

C. In this case, the silica gel 

particles surface has a high vapor pressure. Therefore, the 

value of ωpo is approximately the same as ωi at the steady state 

and different values of Tra as shown in Fig. (5).  

When the desiccant cooler is used, the vapor pressure on 

the silica gel particles surface is decreased, and hence the 

process air humidity 
 

 

 

 Fig. 5 Exit humidity and temperature with time for tests without cooler

 

    Adsorption tests 

The test results, for exit air humidity, ωao as well as the 

exit temperature, Tao versus time for adsorption runs at 

different inlet parameters are presented in Figs. (6-11). All 

tests are conducted with cooler.  
 

 

 

Fig. 6 Exit humidity and temperature with time for adsorption (test 2): 
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Fig. 7 Exit humidity and temperature with time for Adsorption (test 3): 

 

 

The value of wao for different tests has nearly the same 

trend irrespective of inlet parameters. Also, Tao rises from 

initial value, which is nearly equal to the inlet temperature to a 

constant value at steady state.  
 

 

 
Fig. 8 Exit humidity and temperature with time for Adsorption (test 4): 

 

 

 
Fig. 9 Exit humidity and temperature with time for Adsorption (test 5) 

 

 
Fig. 10 Exit humidity and temperature with time for Adsorption (test 6).  

 

 

 
Fig. 11 Exit humidity and temperature with time for Adsorption (test 7): 
 

    Adsorption and desorption rates 

The rates of moisture adsorption, ṁad and desorption, ṁde 

can be evaluated as follows, [20]  
 

  ̇   (     )  ̇                                                            ) 

   ̇   (     )  ̇                                                            ) 
 

Where, ṁa is the mass flow rate of air through the bed, ωi 

and ωo are the inlet and exit air specific humidity. 

The value of ṁa is calculated from, 
 

 ̇  (𝜌 )                                                                      ) 
 

Where, 𝜌o is the exit air density, A is the column cross 

section area and u is the exit air velocity. 

The rates of moisture adsorption and desorption for 

different tests are depicted in Figs. (12-     These processes 

reach quickly steady state, but in some experiments, the rate is 

gradually decreased until steady state as shown in Fig. 15. 

This is because silica gel at the beginning of the run has low 

water content. Therefore, the rate of adsorption is high in the 

first few minutes until reaching the steady state. 

The largest value of adsorption rate is dependent on i. For 

example, when i = 12.2 g/kg, the rate of adsorption is about 

0.37 g/min at steady state as shown in Fig. 12. While this rate 

decreases to about 0.2 g/min for i = 5.9 g/kg as shown in Fig. 
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13. However, the adsorption rate is also affected by the initial 

mass of the bed and air flow rate.  

 

 
Fig. 12 Water adsorption rate with time (test1) 

 

 

Fig. 13 Water adsorption rate with time (test3).  

 

 

 

Fig. 14 Water desorption rate with time (test3). 

 

 

Fig. 15 Water adsorption rate with time (test 6) 

 

    Desorption tests 

Figures (16-08) show the variation of i and Tao with time 

during desorption processes. The humidity for different tests 

has nearly the same trend irrespective of the inlet regeneration 

temperature. The temperature of exit air stream rises from a 

lower value to a constant value at steady state 

 

 

Fig. 16 Exit humidity and temperature with time for desorption  

(test 3). 

 

 
desorption . Fig.  17 Exit humidity and temperature with time for  (test 6)
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Fig. 18 Exit humidity and temperature with time for desorption (test 7). 

 

 

The theoretical minimum fluidization velocity, uo is 

obtained from Ergun equation [21] as,   
 

(    
  

   𝜺 
 
)  

  (
   (  𝜺 )       

   
 𝜺 

 
)

 (  (     )    

                                                                                       ) 
 

The theoretical value obtained from this equation is 

approximately equal to the measured one, which is 0.53 m/s. 

A preliminary experiment shows that increasing the 

regenerator air velocity, increases the height of silica gel in the 

 column as shown in Fig. 19.
 

 
 Fig. 19 Air velocity versus silica gel height in regenerator column

 

 

    Silica gel circulation flow rate 

The average time taken for a silica gel particle in a 

particular system is known as residence time, td and is 

obtained from [12], 
 

   
  

  
                                                                         (  )  

 

Where, mo (kg) is the silica gel mass in the column and FO 

(kg/s) is the silica gel circulation flow rate.   

It is an important tool in the study of continuous flow 

systems to characterize the flow and mixing in the column. 

For the present system, the value of FO depends on the bottom 

valve opening (%) and air velocity in regenerator column. The 

amount of silica gel used in the preliminary experiments is 1.8 

and 0.9 kg in the dehumidifier and regenerator respectively. 

The initial bed heights are Hsd = 80 cm and Hsr = 40 cm. 

Figure (20) shows the effect of bottom valve opening (%) on 

ao. Increasing the valve opening, increases ao until it 

reached a maximum value of 5.4 gv/kga at 40 %, then it 

decreases again. 
 

 

 

Fig. 20 Exit air specific humidity from sorption column versus  

 bottom valve opening

 

 

    Effect of regeneration temperature 

The effect of Tr on ao is shown in Fig (21). Remarkable 

decrease in ao could be noticed with the increase in Tr. The 

value of ao decreases from     gv/kga to 2.7 gv/kga when Tr 

increases from   50 
o
C to 120 

o
C; respectively 
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 Fig. 21 Exit specific humidity versus regeneration temperature

 

V. CONCLUSION 

A novel design for circulating desiccant air dehumidifier 

that combines packed and fluidized beds has been 

investigated. A theoretical model was developed to predict the 

performance of the system and analyze its sensitivity to the 

main operating parameters. The exit specific humidity, air 

temperature and water content in the bed obtained from the 

theoretical model are compared with those from experimental 

tests for different operating conditions. Results show that 

when applying intercooling between the two columns a 

significant improvement in adsorption process is observed. A 

satisfactory regeneration rate is confirmed at a regeneration 

temperature of 90 
o
C, at which exit humidity is 3.2 gv/kga. The 

adsorption and desorption rates are found to be dependent on 

the initial humidity of air. The circulation rate is optimal when 

the bottom valve opening is 30 % at the same regeneration 

temperature and air velocity. Additionally, The sorption and 

desorption processes are nearly in balance at steady state. 
 

REFERENCES 

    K  Daou  R Z  Wang and Z Z  Xia  “Desiccant cooling air conditioning: a 

review”  Renew  Sustain  Energy Rev              -    

     A. Stegou-Sagia and M  Damanakis  “Air drying in an adsorption column 

for cooling operations in open-cycle adsorption systems”  Appl  Energy 

           -    
    J. Bassols-Rheinfelder  “Solar cooling using an open-cycle adsorption 

system with adiabatically mass transfer and external heat exchange”  Sol  

Energy 35 (1985) 93-     
    A M  Hamed  “Theoretical and experimental study on the transient 

adsorption characteristics of a vertical packed porous bed”  Renew  

Energy 27 (2002) 525-     
    J G  Ji  R Z  Wang and L X  Li  “New composite adsorbent for solar-

driven fresh water production from the atmosphere”  Desalination     

          -     
    S misha  S mat  M H Ruslan  and K Sopian  “Review of solid /liquid 

desiccant in the drying applications and its regeneration methods, Renew. 

Sustain”  Energy Rev                -      
    J.-Y. San and G.-D  Jiang  “Modeling and testing of a silica gel packed-

bed system”  Int  J  Heat Mass Transf                -      

    A.M. Hamed, W.R. Abd El Rahman and S.H. El-Emam  “Experimental 

study of the transient adsorption / desorption characteristics of silica gel 

particles in fluidized bed”  Energy               -      

    J  Wrobel  P  Morgenstern and G  Schmitz  “Modeling and experimental 
validation of the desiccant wheel in a hybrid desiccant air conditioning 

system”  Appl Therm  Eng                -      

     D  Kunii and O  Lave spiel  “Fluidization engineering”  in: E. Robert 
(Ed.), Krieger publishing Co, New York, 1977. pp. 9 and 145. 

     G  Lewis and I I I  Harriman  “The Dehumidification Handbook”  second 

ed., Munters Corporation, USA, 2002. p. 30. 
     Akihiko Horibe, Sukmawaty, Naoto Haruki, and Daiki Hiraishi, 

“Sorption–desorption operations on two connected fluidized bed using 

Organic sorbent powder”  International Journal of Heat and Mass 
Transfer 65 (2013) 817–     

     A  Reichhold and H  Hofbauer  “Internally circulating fluidized bed for 

continuous adsorption and desorption”  Chem  Eng  Process            
521–     

     Ahmed M  Hamed  “Experimental investigation on the 

adsorption/desorption processes using solid desiccant in an inclined-

fluidized bed”  Renewable Energy               –      

      Ahmed Ramzy, Hossam AbdelMeguid, and Waleed M  ElAwady  “A 

novel approach for enhancing the utilization of solid desiccants in packed 
bed via i intercooling, Applied Thermal Engineering (2014) 1-   

     Kunii D and Levenspiel O. Fluidization engineering. 2nd ed. Boston, 

MA: Butterworth-Heinemann; 1991. 
     Ahmed Ramzy and Ravikiran Kadoli  “Modified PGC model and its 

validation by experiments for heat and moisture transfer analysis in a 

vertical fluidized desiccant bed”  Applied Thermal Engineering           
  -    

     Dupont M, Celestine B, Merigoux J, Brandan B. Desiccant solar air 

conditioning in tropical climate: dynamic experimental and numerical 
studies of silica gel and activated alumina. Solar Energy 1994; 

52(6):509e17. 
     A A  Pesaran and A F  Mills  “Moisture transport in silica gel packed 

beds - II  Experimental study”  Int  J  Heat Mass Transf                -

      
     Ahmed M. Hamed, Walaa R. Abd El Rahman and S.H. El-Emam, 

“Experimental study of the transient adsorption/desorption characteristics 

of silica gel particles in fluidized bed”  Energy               -      
     W. Senadeera, O. Alves-Filhob and T  Eikevik  “Influence of drying 

conditions on the moisture diffusion and fluidization quality during multi-

stage fluidized bed drying of bovine intestine for pet food”  food and bio 
products processing 91 (2013 ). 

 

 

 


